ACKNOWLEDGEMENT AND RECORD OF SPCC INSPECTION AND PLAN REVIEW
BULK STORAGE FACILITIES

UNITED STATES ENVIRONMENTAL PROTECTION AGENCY - REGION 6
1445 Ross Avenue 6 SF PO Dallas Texas 75202 2733

SPCC Case # FY-INSP-090182 ¢ FRP ID FRP-06-AR00053 ~ -~ ~
SPce inspection Date:  8/24/2009 * Time 900AM | FRP Inspectlop Date. 8'24/2509 ﬂme.\QOOAM

Name of Facility _Ft_Smith Terminal

Latitude N 35°18 34" Longitude _W 94°23 38" Source ___FRP

Facility Address/Location _8101 Highway 71 South

(O Tnbal Land Reservation Name

City _Ft Smith County/Panish _Sebastian State __AR __ Zip _72903
Facility Contact _Douglas Hammer Title _Supervisor Operation & Management
Telephone Number _479-646 1721 Email

Name of BJ Owner/iX] Operator _Magellan Pipeline Company, LP

Address _QOne Williams Center P O Box 2186

City _Tulsa State _OK Zip _74121 2186
Contact Title
Telephone Number 918 574 7310 Email

Synopsis of Business _Storage and distnbution of refined petroleum products

How many employees work at this facility? NAICS #

If unmanned how many employees maintain this facility?
Is the Facility [J Unattended [ Attended( (] Daiy (8 hr) [J Daily(24 hr) [ Penodically )

Route of Entry to Waterway Northwest to Mill Creek North to Arkansas River

} Distance to waterway (in feet) _1000

Relative direction to water body _Northwest Elevation above water body (ft)

SPCC inspector name  Tom McKay ~ , "FRP inspector name Don Smith o
Team members Don Smith Mike Clonts Team members Tom McKay Mike Clonts C
SPCC Plan review by Tom McKay FRP review by Mike Clonts ;-
Dat? of review  8/1/2009 B . Date of revlev:r woor

Acknowledgement of Inspection

Company Contact Title

Inspector Tom McKay Title Inspector EPA/SEE

9490489
QLTI




Memorandum Of Understanding
(check all applicable descriptions)

Non Transportation Related Transportation Related
B EPA [JuscaG 0 mms [ ops
Facllity Type
Onshore Oil Offshore Oll
O Production ] Dniling/workover 3 Driing Production and Workover
X Bulk Storage (check all applicable descriptions)
] Awation O Federal Facility [ Petroleum Distnbutor O Service Station
(O Animal Fats & Oils [ Gathenng Facility Bd Petroleum Marketing [ Transporter (Truck/Rauil)
O Asphalt Paving O Hospital Terminal O Trbal
O Asphalt Coatings O Manufactunng 0O Pipeline Bulk Storage O Utities
] Auto Dealership Lube/Grease O Ratlroad ] State ‘
O] Bulk Packing O Manna [J Remediation/Recycling [ | geal
[0 Concrete/Cement 0 Miltary O Refinery O other
[J Crude Petroleum O Mining [0 Rental Car Company
J Farm [J Natural Gas Liquids [J Sand & Grave! facility
[ Petrochemical O SchoolUniversity
Applicable Storage Containers
(check all applicable descriptions)
D Aboveground Storage Tanks [ Underground X Drums | I In plant [ Other containers
Storage Tanks piping
O Mobile/portable storage  Units D Surface O
impoundments Lagoons [0 Equipment
1
Storage Function
(check all applicable descriptions)
X Transferring Bd Distnbuting [ Processing | [0 Gathering | [JConsuming/Using | [J Operations
Facllity Storage Capacitles
AST Storage Capacity (gal) UST Storage Capacity (gal) Total Facility Capacity (gal)
8,329,719 8,329,719
Types of Oil Stored
O Crudeol [X] Gasolne [ Diesel [J Fuelol [ Jetfuet [J Vegetable ol/animal fats grease
B Other _Distilates, Additives, Water/Oil

Qualified Facility Thresholds [] <5 000 Gallons

@ ves X no

The aggregate aboveground storage capacity 1s 10 000 Gallons or less 112 3(g)(1) AND

O ves X no

The facility has had no single discharge exceeding 1 000 U S gallons and the facility has had no two
discharges exceeding 42 U S gallons within any twelve month period in the tree years prior to the SPCC
Plan self-certification date or since becoming subject to the rule if the facility has been in operation for less
than three years (Note Oil discharges that result from natural disasters acts of war or terronsm are not
included in this quahfication determination ) 112 3(g)(2)

O ves X no

Is the facihity constdered a Qualified Facility? If YES to both questions above AND the owner/operator has self
certified the SPCC Plan then check YES and complete Appendix A

O ves X no
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GENERAL APPLICABILITY -40CFR 1121

1

Does the facility maintain an aggregate aboveground oil storage capacity of over 1 320 gallons and/or completely buned ol
storage capacity of over 42 000 gallons?

X Yes O NO

and

Is the facility engaged in dnlling producing gathering stornng processing refining transfernng distnbuting using or
consuming oil and o1l products which due to its location could reasonably be expected to discharge ol into or upon the
navigable waters of the United States (as defined in 40 CFR 110 1)?

X YES (ONO

if YES to both, the facility 1s regulated under 40 CFR 112

Note The following storage capacity Is not considered In determining applicability of SPCC requirements
Completely buned tanks subject to all the technical requirements of 40 CFR 280 or a state program approved under 40 CFR 281
Equipment subject to the authonty of the U S Department of Transportation U S Department of the Interior or Minerals Management
Servica as definad in Memoranda of Understanding dated November 24 1971 and November 8 1993
Any facility or part thereof used exclusively for wastewater treatment and not used to satisfy SPCC requirements
Containers smaller than 55 gallons
Permanently closed containers

FACILITY RESPONSE PLAN (FRP) APPLICABILITY

Does the facility transfer oil over water to or from vessels and has a total oil storage capacity greater than or O YES ® NO
equal to 42 000 gallons?

Or
Rzzs the facility have a total oil storage capacity of at least 1 million gallons X YES O NO
at least one of the following is true

The facility does not have secondary containment sufficiently large enough to contain the capacity of the

largest aboveground tank plus sufficient freeboard for precipitation 0O YEs B NO
The facility is located at a distance such that a discharge could cause injury to fish and wildiife and ® YES [ NO
sensitive environments

The facility 1s located such that a discharge would shut down a public dnnking water intake O YEs @NO
The facility has had a reportable discharge greater than or equal to 10 000 gallons in the past 5 years O vYes ®@NO

If YES to any of the above the facility 1s a non transportation related onshore facility required to prepare and
implement a FRP as outhned in 40 CFR 112 20

Does the facility maintain a FRP? ®yes ONO OO Not Required FRP Number FRP-06 AR-00053

Does the Plan include a signed copy of the Certification of the Applicability of the Substantial Harm Cntena & YEs OONO
per 40 CFR Part 112 20(e)? Attachment C Il

Comment
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REQUIREMENTS FOR PREPARATION AND IMPLEMENTATION OF A SPCC Plan - 40 CFR 1123

Facility Startup Date Date of inthtal SPCC Plan pre\paration Current Plan version (date/number)
1954 6/153/2003

For facilities (excluding farms) in operation prior to August 16 2002 was the Plan amended and implemented by July 1 2009?
1123a) K YES [JNO [] N/A

For facilities (excluding farms) beginning operation between August 17 2002 and July 1 2009 is the Plan prepared and fully
implemented by July 1 2009? 1123(a) [JYES [ NO N/A

For facilities beginning operation after July 1 2009 was the Plan implemented before beginning operations? 112 3(b) & (c)
Oves N0 X NA

Is an SPCC Plan prepared? [ YES [J NO [O N/A

Professional Engineer certification must include statements that the PE attests to 712 3(0)
He/she is famiiar with the requirements ofthe SPCCrule () & YES [ NO [0 NA
He/she or histher agent has visited and examined the faciity (i) & YES [0 NO [J N/A

[tle Plan has been prepared in accordance with good engineenng practice including consideration of applicable industry
standards _and with the requirements of the SPCC rule (i) [ YES [J NO N/A

Procedures for required inspections and testing have been established(v) (1 YES [1 NO [X N/A

iThe Plan is adequate for the faciity (v) [ YES [J NO X NA

Is the SPCC Plan fully PE certtied? 1123(d) BJ YES [0 NO Date of Certification _6/13/2003
Name of Professional Engineer _Robert D Sholl
License Number _ 6982 State _AR

1s an SPCC Plan available for review? [ YES [J NO Is an SPCC Plan mamtainedon site? X YES [J NO

(During normal working hours) 112 3(e)(2) (For at least 4 hours/day excluding o1l production facilities)
112 3(e)(1)

AMENDMENT OF SPCC PLAN BY REGIONAL ADMINISTRATOR (RA)—40 CFR 112 4

Have there been reportable spills at this facility of more than 1 000 gallons? 1724a) [ YES [ NO [X NA
Or has the factlity had two spills of more than 42 gallons in the past 12 months? 1124(a) [J YES [0 NO X N/A
If YES to either was iformation submitted to the RA as required in §112 4(a)? [ YES [0 NO [J N/A

Date of spills
If applicable have changes required by the RA been implemented in the Plan and/or facility? 112 4(a) (ej
[OYES O NO X NA

Comment
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AMENDMENT OF SPCC PLAN BY THE OWNER OR OPERATOR—40 CFR 1125

Has there been any change of facility design (construction operation or maintenance) that could affect the facility’s potential
for discharge? (712 5a) E YES [ NO [ NA

If YES was the amendment within 6 months and was a plan change [ ] Yes [J No oradesignchange [J Yes [0 No

Is the SPCC Plan reviewed and evaluated every 5 years? B4 YES [J NO [J N/A
If amended and implemented (if necessary) Is it documented in the Plan (sign off sheet)? 171250) & YES [0 NO [J] NA
Date of latest change Certification #

Name of PE certifying amendments 712 5(c) (Except for self certified Plans)

License # State Date of Certification
Reason for amendment
Comment
GENERAL REQUIREMENTS FOR SPCC PLANS 112 7(a-d) Plan Review Field Verification
Does the SPCC Plan indicate (by signature and date) that management has m/
approved the plan? 1127 YES N0 O N/A
Mgmt Personnel Name Donsy Wareesn
Mgmt Personnel Title Scpcvvsae povedvan
Does the Plan format follow the sequence in the rule? 7727 or Dyes INO ONA
if no 1s a cross reference provided? R ves ONO ONA

Does the Plan call for additional facilities or procedures methods or equipment | O YES OONO [ NA
not yet fully operationai?

Ifyes are the following tems discussed in the Plan? Oves ONO B NA
[ Installation [ Start up
Does the Plan include a discussion of conformance with SPCC requirements? X Yes ONO OINA
112 7(a)(1)
Does the Plan deviate from SPCC requirements? 112 7(a)(2) DYes ONO RNA
ifyes does the plan provide
Wntten documentation validating/explaining rational for non conformance OvYes ONO RINA
with the SPCC requirements? and
" Wniten documentation outlining/detailing the altemative method/how it OvYes ONO B NA
achieves environmental equivalence?
Does the'Plan contain a faciity diagram? 112 7(a)(3) Oves ONO RNA | OYES ONO BNA
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Does the diagram include

_ Thelocation and contents of each container? and Oves ONO RNA [ O YES ONO RINA
" Completely burled storage tanks? and OYEs ONO RNA | OYES ONO RNA
" Transfer stations? and Oves ONO BNA | O YES ONO RINA
" Connecting pipes? Oves ONO ENA | O YES ONO RNA
Is there a description in the Plan of the physical layout of the facility and B ves ONO ONA
includes 112 7(a)(3) ‘lz/
The type of oil in each container and its storage capacity? 112 7(a)(3)(;) ® YES ONO DONA YE$ ONO ONA
Discharge prevention measures including procedures for routine @ vYeEs ONO ONA YES OJNO OONA
handiing of products? 112 7(a)(3)(n)
Discharge or drainage controls such as secondary containment around | B YES OONO CINA YES ONO [INA
containers and other structures equipment and procedures for the
control of a discharge? 112 7(a)(3)(m)
" Countermeasures for discharge discovery response and cleanup Oves ONO BNA | O YES ONO RINA
(including facility and contractor resources)? 112 7(a)(3)(iv
""Methods for disposal of recovered matenals in accordance with OYEs ONO ENA
applicable legal requirements? 112 7(a)(3)(v)
"_Contact list and phone numbers for the facilty response coordinator’ OvYes ONO RINA
NRC cleanup contractors and federal state and local agencies who
must be notified in the case of a discharge as described in §112 1(b)?
112 7(a)(3)v)
Does the Plan include information and procedures for reporting a discharge @ YES ONO ONA
(exact location phone number dateftime of material discharged quantity
actions taken evacuations notifications (names/organizations etc )? 112 7(a)(4)
Does the Plan include procedures to use when a discharge may occur? ®YES ONO ONA
112 7(a)(5)
Does the Plan include a prediction and description of major equipment failure(s) | & YES ONO OONA
that could result in a discharge from the facility per 40 CFR 112 7(b)? /
B drection [X rateofflow and [X total quantity of oil /
Does the Plan discuss appropriate containment and/or diversionary ®ves Ono Ona | Blves ONo ONa
structures/equipment (dikes berms retaining walls curbing culverts
gutters/drain systems weirs boom diversion/retention ponds sorbent material)
and 1s sufficiently impervious to contain ol per 40 CFR 112 7(c)
Has it been determined in the Plan that the installation of structures or O Yes ONO RINA
equipment (containment) is not practicable]? 712 7(d) If YES check [] then
40 CFR Part 109 Checklist must be filled out and
Is the impracticability clearly demonstrated? OvYEs ONO RINA
For bulk storage containers s periodic integnty testing of containers and | O YES ONO RINA | O YES ONO RINA
leak testing of the valves and piping associated with the container
conducted?
Is a strong contingency plan per 40 CFR 109 provided? 112 7(d)(1) Oves ONO RNA
Is a wntten commitment of manpower equipment and matenal (to OYEs ONO RINA

control and remove any quantity of oil discharged) provided in the SPCC
plan? 7112 7(d)(2
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Comment

The digital version of the Spill Prevention Control and Countermeasure (SPCC) plan did not contain a signed

management approval certification

INSPECTIONS, TESTS, AND RECORDS 112 7(e)

Plan Review

Field Verlfication

-

Are inspections and tests required by 40 CFR 112 conducted in accordance with
wntten procedures developed for the facility? 112 7(e)

If Yes are wntten procedures records of inspections and/or customary business
records

Signed by the appropnate supervisor or inspector?
Kept with the SPCC Plan?

Maintained for a penod of three (3) years?

&®YES CONO ONA

]
X YES ONO ONA
®YES ONO ONA

R YES ONO ONA

YES OONO OONA

Eé NO OO NA

ES ONO ONA

g«v@m O NA

Comment

PERSONNEL TRAINING AND DISCHARGE PREVENTION
PROCEDURES 112 7 (f)

Plan Review

Fleld Verification

Are oil handling personnel trained on 112 7(f)(1)

The operation and maintenance of equipment to prevent the discharge of
oil?

Discharge procedure protocols (discovery and notification)?

X YES ONO OONA

R YES ONO OONA

ES ONO ONA

Q@No ONA

Applicable pollution control laws rules and regulations?

L_General facility operations?

Oves INO ONA

OYeEs ANO ONA

:/Y;SDNO ana
YES OJNO [ONA
n{

I The contents of the Plan? X YES ONO [OINA s/l:l NO O NA
®YES ONO ONA | IYES ONO ONA

Is there a designated person accountable for spill prevention? 112 7(f)(2)

Name and title of individual?___Craig Doty

/

Are spill prevention briefings scheduled penodically? 112 7(f)(3)
What 1s the schedule (minimum at least once a year)?

O Monthly O Quarterty O Semi annually B Annual

X YES ONO ONA

@ves

a

NO [ONA
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The SPCC plan did not contain all of the requisite training protocols for oil handling personnel jThe inspection N
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SECURITY (excluding oil production facllities) 112 7(g) Plan Review Fleld Verification | :
o 8
$ ¢
Environmental Equivalence [J (If environmental equivalence declared by PE complete !
, | Appendix D of this checkhst)
Qualiified Facility [ (If the facility 1s a quahfied facility complete section 112 7(k) and |
Appendix A of thts checklist.) - !
= Js the facility fully, fenced and are entrance gates locked and/or guarded when ®ves Ono ONA | OA4Es ONO ONA
N n?t in productrlron or unattended?.;712 7(g)(1) eed or O .
EIN B + Yty )
WA ,;}\ 73
", "Are master flow and drain valves that pennlt direct outward flow to the surface RYES ONO ONA Oves ONO CINA
" secured in closed posution when inanon operating or standby status? 112 7(g)2 ;
v;v’h&d ¥ - o -~
R ee0 or O
=4 { / 1
Are ‘starter controls on purhps locked in the ,off? ‘postion or located at a site ®Yes ONO OnA | O¥ES ONO ONA | -
. accessible only to authonzed personnel when In non _operating or standby _
! status? 112 70)(3)™ : EEO or O J
o } * / y
"y | Are transfers at loading/unloading (facility pipeline/piping) connections'securely’ | B YES ONO I N/A HE(Y$S Ono . ONA | 1 o
L capped or blank ﬂanged when not |n service or standby status? 112 7(g)(4) '
)] - b
‘“}‘\
Ee0 or O I
A X 5
Does the facility Ilghtmg appear to be adeqiiate (oommensurate with the™ Byes:ONO ONnA [:OYES ONO ONA
type/location of the facility) to facnlltate the, dlscovery of spills during hours of
darkness and to deter vandalism? /112 7(g)(5) EEQ or O =7
.y AR T W
Comment ~ r T
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FACILITY TANK CAR AND TANK TRUCK LOADING/UNLOADING
RACK, (excluding offshore facilities) 112 7(h j)

Environmental Equivalence [J (If environmental equivalence declared by PE complete
Appendix D of this checklist)

Plan Review

Field Verification

Does the facility have a loading/unloading/transfer area? If yes

B YES OONO ONA

Bves ONO ONA

Does the facility have containment consistent with 112 7(c) as required
by 112 1(a)(1) to prevent a discharge of oil to the waters ofthe U S ?

X ves Ono Owa

Oves ONO ONA

Does drainage from loading/unloading areas and/or locations adjacent to the
loading or unloading racks flow to catchment basin(s) or

Treatment system? 112 7(h)(1)
if NO to either is quick dranage system used?

Are containment systems designed to hold at least the maximum capacity of any
largest single compartment of a tank car or tank truck (when at the
loading/unloading rack)?

® YES ONO [INA

O YES ONO ENA

Oves ONO EINA

R yes OnNo ONA

Oves ONO ONA

0O Yes O NO 7

O ves ONO Dw/

ES ONO OONA

Is there a system used to prevent departure (tank trucks/tank cars) before
completing the disconnection from transfer ines? 1712 7(h)(2) EE O

If YES are there
Interlocked warning lights? or
Physical barrier systems (1 e wheel locks)? or
Warning signs? or

Vehicle brake interlock system?

®YEs ONO ONA

Eéno @A

O YES ONO ENA
B YES ONO ONA

OvYES OONO R NA

/
Oves ONO OINA

YES ONO ONA
O ves ONO M
E@DNO Onva
O ves ONO DIQIA/

Are tank cars/tank trucks lower most drains and all outlets inspected for

discharges pnor to filling and departure? 112 7(h)(3) (note do procedures ensure
that they are tightened adjusted or replaced to prevent liquid discharge while in transit)

eE 0

B®Yes ONO ONA

/
CTYES ONO [INA

Comment
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e

) Does the Pian Include a risk analysis and/or evaluation of field-constructed:
aboveground tanks for brittle fracture after tank repalr/alteratlon/ or when a change n
service has occurred? 112701 J

C1YES ONO RINA ¢

O YEs ONO [ N/A

» Comment

----------------------------------------------------------------------------------------------

Does the Plan inciude a discussion of conformance with applicable requirements’

of the SPCC rule or any applicable state rules regulations and guidelines and
other effective discharge prevention and contalnment procedures listed in 40
CFR Part 1127 112 112 7()

OYEs ONO B NA

O YES ONO RNA

)

QUALIFIED OIL FILLED OPERATIONAL EQUIPMENT SECONDARY
CONTAINMENT OPTION 112 7(k)

Plan Review

Field Verification

Is there qualified ol filled operational equnpment at the facility? (O1l, storage
contatners and associated piping intrinsic to the operation of the equipment in
which the oil is present solely to support the functlon of the apparatus or the
dewvice )-.

o
Has the facility qualiﬁed for the secondary containment option? /12 7()
M ] 1 ™ AN N |

0 ves ONO BINAY
EY

&

0O ves' O NOr B N/A*

’

:f E » Has asingle reportable discharge as described in §112 1(b) from any oil
" filled operational equipment exceeding 1 000 U'S gallons occurred within

¢ 48ny 12 month period within the three years pror to Plan certification date?
t

BRI
» l

O YES ONO: RINA

DO Yes ONO RNA

KA Have two reportable discharges as, 'described n §112 1(b) from any oil
. filled operational equipment each exceedlng 42 U S gallons occurred
; ? within any 12 month perniod within the three years pnor to Plan certification

&
i, date? '
d
ae!

If YES for either secondary containment is required See 112 7(c)

[
ii NO and no secondary containment is provnded then

B4 J‘x},b{&rw EN -

Ovyes ONO RNA

OYes ONO R NA

Are tacility procedures for Inspections/monitoring program established
, and documented? 112'7(k) (2)(1)

0y '

4

OvYes ONO RNA

Oves ONO RNAT

- . Does the facility ma;rttain a FaclhtyL Response Plan? 112 7(k) (2)(1)

b

OYES ONO RINA

O vYyes ONO RNA

toa

¥ N

Is there a Contingency plan following 40 CFR part 109 (see Appendix D
»} # checklist) provided? AND
L { L "5

i
b

OvYes ONO RNA

OvYes ONO BNA

.. Isthere a wntten commitment of manpower equipment and matenals
5 required to control and remove any quantlty of oil discharged that may be
# hamful? = -

OvYes ONO RINA

O vyes ONO
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Comment

FACILITY DRAINAGE 112 8(b) Plan Review Fleld Verification
Environmental Equivalence [J (If environmental equivalence declared by PE complete
Appendix D of this checklist) ;
pd
Is drainage from diked storage areas restrained by valves to prevent a discharge | B YES ONO O NA ofves ONo OINA
into the drainage system or facility effluent treatment system? 112 8(b)(1) EE [0
If YES is the facility designed to control such discharge? X ves OONO OONA E@S ONO ONA
P
Is drainage from diked storage areas that drain directly into a watercourse BYes ONO ONA | OVES ONO OINA
restrained via manual open and closed designed valves? 112 8(b)(2) If YES
EEO
is runoff rainwater from diked areas inspected such that it will not cause a | ® YES LINO OO N/A Béﬂ NO [ONA
harmful discharge (as defined in 40 CFR 110)? 112 8(c)(3)(n)
Are valves opened and resealed under responsible supervision? R YES ONO ONA \jél:l NO ONA
112 8(c)(3)(m)
Are adequate records (or NPDES permit records) of dike drainage events | @ YES ONO DO NA YES ONO ONA
maintained? 112 8(c)(3)(v)
/
Does drainage from undiked areas flow into catchment basins ponds or ®YEs ONo ONA | CIYES ONO DINA
lagoons designed to retain oil or retumn it to the faciity? 172 8(b)(3) ee O
If YES 1s the catchment basin located in areas not subject to penodic R yves ONO ONA I?{s ONO ONA
flooding?
If NO for the final discharge of all ditches inside the facility is there a Oves ONo BNA | DOYES ONO Eﬁ(
diversion system to retain spills in the faciity? 1172 8(b)(4) Ee O
Is drainage water continuously treated in more than one treatment unit in the OvYes ONO RNA | OYES INO RINA
facility? 112 8(b)(5) Eed
If Yes are two Iift” pumps provided of which one I1s permanently instalied Oves ONO ®NA | OYES OONO RINA
or 1s the drainage system engineered to prevent a discharge in case of
equipment failure or human error?
Comment
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BULK STORAGE CONTAINERS 112 8(c) (See Container Inspection Forms)

Environmental Equivalence [J (If environmental equivalence declared by PE complete
Appendix D of this checklist)

Qualified Facliity [J (If the facility 1s a qualified facibty’ complete section 112 7(k) and
Appendix A of this checklist.)

Plan Review

Fleld Verification

S

Is the matenal and construction of containers compatible to the ol stored and to
the conditions of storage such as pressure and temperature etc ?112 8(c)(1)

EEQ

RYES ONO ONA

ES ONO O NA

/

Do all container installations have secondary containment (Note drainage trench
enclosures that terminate to a facility catchment basin or holding pond may be
used)? 1128(c)(2) If Yes

(Can not use Environmental Equivalence for this part)

Will the containment(s) hold the capacity of the largest single container plus
sufficient freeboard for precipitation?

Are containment systems including walls and floors sufficiently impervious
to contain discharged oil?

R®yeEs ONO ONA

RYyes ONO ONA

R YEs ONO ONA

Ovés ONO CINA

NO ONA

nﬂé
D’éﬂNo ONA

Is there drainage of uncontaminated rainwater from diked areas into a storm
drain or open watercourse? If YES

®YES ONO ONA

o ves Ono ONA

Are bypass valves on diked areas sealed closed when not draining
uncontaminated rainwater? 112 8(c)(3)(1) EEO

R®yes ONO ONA

@ vyes ONO CINA

Is retained rainwater inspected to ensure that its presence will not cause a
discharge as descnbed 1n §112 1(b)? 112 8(c)(3)(n) EEO

B YES ONO ONA

ZYes ONO ONA

/

Are bypass valve opened and resealed under responsible supervision?
112 8(c)(3)(m) EEQO

R YES ONO ONA

C¥Yes ONO CINA

/

Are adequate records of dratnage maintained? 112 8(c)(3)(v) EEO

R YES ONO ONA

[YVES CINO [INA

Are there completely buned metal storage tanks at the facility? 112 8(c)(4) EE OJ

if YES are they regulated under 40 CFR part 280 or state program
approved under 40 CFR part 281? 112 1(d)(2)() f NO

Woere they installed after January 10 1974 are tanks protected from
corrosion (compatible with soil conditions)? and

Are tanks subject to regular leak testing?

D vYes ONO RINA

OYes ONO RINA

OvYES ONO RINA

OYes ONO R NA

Ovyes ONO B NA

OYES ONO R NA

OvYes ONO BN/A

Ovyes ONO RINA

Are there partially buned containers at the facility? 712 8(c)(5) EEO

if YES are buned sections protected from corrosion (compatible with local
soll conditions)?

OvYes ONO RINA

O Yes ONO I NA

OYES ONO EINA

O YEs ONO R NA

/

Does the Plan indicate that visual inspections of the outside of tanks are
performed? 112 8(c)(6) and! e

B YES ONO OONA

dYES ano ONA
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Are aboveground tanks at this facility subject to penodic integnty testing or other | D YES LINO EINA | Cjyes ONO B NA
systems of nondestructive shell testing (by qualified personnel) whenever
matenal repairs are made? 112 8(c)(6) EEQ oF O
What type(s) and frequency of test?
Hydrostatic? or O Monthly [J Biannual 0 Annuat O 5y O 10yr [J 15y | OJYES OONO BINA | Oves ONO R NA
Magnetic Particle? or  [J Monthly [J Bi-annual [] Annual [ 5yr O 10yr O 15yr | D YES ONO BINA | Oves ONo R NA
Penetrant dye? or [ Monthly O Brannual 0 Annual O 5yr Q10w [0 15y | O YES ONO ®NA | Oves ONO BINA
Ultrasonic? or O Monthy [J Brannual [J Annual (0 Syr D10y 03 15y | LJYES ONO BINA | Oves ONO BNA
Radiographic? or O Monthly [ Brannual [J Annual O 5yr D10y 0 15y | OYES ONO RINA | Oves ONO RNA
Acoustic Emissions? or []Monthiy [] Brannual 0 Annual O 5yr O toyr [ 1syr | OYES OONO ®NA | Oves ONo BINA
Laser? or 0 Monthly [J Biannual {J Annual [J Syr (J10yr [J 15yr OvYes ONO BNA [ Ojves ONO BNA
Other? O Monthly [ Bi-annual 0 Annuat O 5y O 10yr O] 15y OYES ONO RNA | ves ONO BINA
Descnbe _
-
Are companson records of container/tank inspections (or customary business ®YEs ONO ONA | ¥YES ONO DN
Tecords/tests) maintained? 112 8(c)(6) Ee0] oFr O
If YES do the records indicate that inspection are conducted on /
Tank supports and foundations? ® ves ONO OINA YES ONO ONA
Signs of deterioration? ®yes ONO OONA ES CONO ONA
Discharges? ®YES ONO OONA €S ONO ONA
Accumulation of ol inside diked areas? R YES ONO ONA %ES ONO ONA
Are internal heating coils utihized? 1128(c)(7) If YES EE |OvesOno WNA | OYES OONO BINA
Do steam returmn/exhaust lines discharge into open watercourse? Oves ONO RnA | OYES ONO RNA
Is steam retum/exhaust discharging into an open watercourse monitored or | O YES ONO R NA | DD YES OONO RINA
passed through a settling tank skimmer or other separation or retention
system? /
Is each containers installation engineered or updated in accordance with good ®ves ONO Ona | C¥¥Es ONO CINA
engineering practice? 112 8(c)(8)
(One or more of the following must be utiized ) EE
Do tanks have audible or visual high iquid level alarms? 112 8(c)(8)(} or X YES ONO ONA z(es Ono ONA
High liquid level pump cutoff devices? 112 8(c)(8)(n) or Oves ONO WA | OYES ONO D@

Page 13




Audible or code signal communications between gauger and pumping
station? 112 8(c)(8)(m) or

A system of determining liquid level in containers such as digital computers
telepulse or direct vision gauges? 712 8(c)(8)(wv)

Are liquid level sensing devices regularly tested? 112 8(c)(8)(v)

OYEs ONO ENA

R YES ONO ONA

m'én No EFfva

O Yes O NO mm/
D’(SDNO OwA

B'ZDNO OnNA

Are effluent treatment facilities observed frequently enough to detect possible
system upsets that could cause a discharge as descnbed in §112 1(b)?
112 8(c)(9)

®yes ONO ONA

[ves ONO ONA

Are visible discharges which result in a loss of il from the container including
but not imited to seams gaskets piping pumps valves nvets and bolts are
promptly corrected and oll in diked areas is promptly removed? 112 8(c)(10))

EEO

R YES OONO ONA

@Yes ONO O NA

Are there mobile or portable storage units at this facility? 712 8(c)(11) If YES

Are storage contamers positioned to prevent discharged oil from reaching
navigable water?

Is there adequate secondary means of containment with sufficient capacity
to contain the largest single compartment or container and sufficient
freeboard for precipitation provided?

BYES ONO ONA

R YES ONO ONA

R Yves ONO ONA

CY¥Es ONO CINA

D’éDNO (m ]/

ES ONO ONA

Comment

FACILITY TRANSFER OPERATIONS, PUMPING AND FACILITY
PROCESS112 8(d)

Environmental Equivalence [J (If environmental equivalence declared by PE complete
Appendix D of this checkhst)

Plan Review

Fleld Verification

yd

Are buned piping corrosion protected with protective wrapping and/or coating?
{Must be corrosion protected on or after August 16 2002) 112 8(d)(1) or EEQO

__Corrosion protected under part 280 o staié program approved under part
2817 _112 1(d)(2)()

F@%ﬁi?ﬁ?&f'é"iposed buried piping inspected for deterioration _and
appropnate corrective action taken as needed? ee 0

R vyes ONO ONA

OYEs ONO RINA

OvYes OONO R NA

O<es CONO O NA
OYes ONO W NA

COyes ONO BNA

/

Are not in service or standby (extended time) piping capped and blank flanged
and marked as to their origin? 112 8(d)(2) EEDQ

R YES OONO ONA

OXes ONO ONA

d

Are pipe supports designed to minimize abrasion and corrosion and to allow for
expansian and contraction? 112 8(d)(3) EEQO

R YES OONO ONA

MES ONO ONA
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Are aboveground valves piping and appurtenances such as flange joints BYEs ONO [ONa | VES ONO DOINA
expansion joints valve glands and bodies catch pans pipeline supports locking
of valves and metal surfaces inspected regularly? 112 8(d)(4) Ee 0
At what frequency?
Daily or Rvyes ONO ONnaA | OYES ONO Dm
Weekly or Oves ONO ®wa | OYES ONO Dﬁ
Monthly or X YES ONO OONA D’é ONo ONA
Bi monthly or Dvyes ONo RwA | OYES ONO Dﬁ
Annual or Oves OnO WA | OYES ONO DK
Semi annual or Oves ONO @A | OYES ONO EM&
Other _ OvYes ONO ®NA | OYES ONO OOINA
Is penodic integnty and leak testing of buned piping (at the time of installation Byes ONO Owa | OxEs ONO OINA
modification construction relocation or replacement) conducted? 112 8(d)j(4)
ee 0
At what frequency?
Daily or Oves ONO @NnA | OYES ONO ONA
Weekly or Oves ONO RwA | OYES ONO ONA
Monthly or Oves ONO ®NA | OYES ONO ONA
Annual or Oves ONo A | OYES ONO ONA
Other _Upon modification ®yes ONo Owa | OYES ONO ONA
is vehicle traffic warned of aboveground piping or other oll transfer operations? ®yes ONO OnNA | OYES ONO ONA
112 8(d)(5) EE O
Comment
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¥yt ‘”fi* P g L Q\ppendix A *Qualmed Facgity Plgn@equrrementsw &,
By el ) Nl e pe Tt

cofﬁ‘pi this Ai?é%n&;{oriﬁ’fnﬁ‘é’ tacility Is'a -quaimfd facilty” as defined in §112 3(g) A qualiied facility's Plan whether,certified by a PE or

soff-certified must compiy with sll of the appllcable requlrements of §1127 and subparte B and C of 40 CFR Rart 112 referenced earfier in this

| checklist.o 7 v
vy 5 .k IR TP SPCC Inspection # FY INSP- 82
f

112 S-Ouallﬂed Faclllty Plan Requlremente ' s - ; Yes No | N/A

¥ P AL

K (a) DJd the owner/oporator of the qualiﬁed facillty sell-certiiy the SPCC Plan? X
it NO ‘s6e requirements for 112 3(d) above' If YEs,adId the owner/operetor certify in the Plan that-

S X b
TR
S
ST
i T
.
o
g
e
LEgnd
~%E .
-\)b‘,‘-.
s B
'
e
P
oz B PR Bl N

- 1pr(1) He or she is lamillar withthe;equlrementg of 40 CFFl part 112
[ - -
X (2) He"'é’hr she has visited a“n% ‘examined the facility

Ql"’ (3) The Plan has been prepared In ‘accordance wrth accepted and sound industry practices and
7. ~gtandards

ﬁq-}’} o0 by

- ,(4)1Procedures for required lnspectlons and testing have been established X,

ol g gtt(S)RThe Plan is belng lully lmplemented i

fﬁil . (6) The lacillty meets the quaiiﬂcation criteria set forth under §1123(g) .

N5(7) The Plan does not devlate irom any requlrements as ailowed by §1 12 7(a)(2) and 112 7(d) except
{7 as descrlbed under §112 6(c)” |

,%'5(8) Management has glven full approval of the Plan and necessary resources have been committed X
1%?{; « for the Plan s fuil implementation

*(b) Dld the owner/operator sell-oertify any of the Plan s technical amendments?

If YEs Is'the certification ol any technical amendments in accordance with the provisions above
(§112 6(a))? She gt

et

(c)(1) and (d)(1) Envlronmentai | Equivalence For each altemative measure allowed under §112 7(a)(2) X
the Plan is accompanied by & a written'statement by a PE that states the reagon for nonconformance and
describes the altematlve method and how It provides equivalent environmental protection in accordance
with §112 7(a)(2) sz w"" #Y W

«| (€){2) and (d)(1) lmpractlcabillty For each determlnatlon of Impractlcabllity of secondary containment X
pursuant to §112 7(d) the Plan clearly explalns why secondary containment measures are not -

s | practicable at this facllity and provides'the altemative measures required in §112 7(d) in lisu of secondary
containment . ;2%\ 11 v < ‘ 1

f‘xy,{ (c)(3) Security The Plan contains one of the following X
ki
{

% Lrﬂ & () Thequlan complies with raqulrements under §1127(g) OR
%% (il) The Plan complies with theirequlrements under §112 6(c)(3)() Plan describes how the
gt F im owner/operator secures and controls access to the oil handling processing and storage areas
RN b é “Y'secures master flow,and drain valves prevents s unauthorized access to starter controls on oil
W zpumps secures out-of service and loading/unloading connections ofaoll pipelines ‘addresses the
i t , appropriateness of securlty lighting to both prevent acts of vandalism'and assist in the discovery of
% ol discharges <
4 (c)(4) Bulk Storage Containers The Plan contalns one of the following X
M f~ *() The Plan complies with’ the requlrements under §§112 8(c)(6) or 112 12(c)(6) as applicable OR
h (ii) The Plan complies with the requlrements undaer §1 12 6(c)(4)(ll)

: “fs&,;@ ;o Aboveground containers ’supports and foundations tested for integrity on a regular schedule
Y
4

by 3 and whenever repairs are made
. * o ® Appropriate qualifications for personnel performing tests and inspections have been determined
,{ %, In accordance with industry standards
Fag 1 -The frequency and type of testing and inspections have been determined in accordance with
" f . l~\ilndustry standards taking into account container slze configuration and design
w2 U Ve “‘7 oContainer supports ¢ and foundations regulariy inspected -
TN S PR e e Outside of containers frequentlyiinspecled for signs of deterioration discharges or
#e Ja || 455" accumulation of oil inside diked areas
r%&ﬂﬁiq) Wy TR
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« Records of inspections and tests maintained

(d) Did a PE certify a portion of a qualified facility’s self-certified Plan? X
It YES, the PE must certify in the Plan that

(d)2)
(1) He/she is familiar with the requirements of 40 CFR Part 112 X
() He/she or a representative agent has visited and examined the facility
(i) The alterative method of environmental equivalence in accordance with §112 7(a)(2) or the
determination of impracticability and alternative measures in accordance with §112 7(d) is consistent
with good engineenng practice including consideration of applicable industry standards and with
the requirements of 40 CFR Part 112

{b)(1) If a PE certified a portion of the Plan did a PE certify any technical amendments that affect this X
portion of the Plan?

Comments
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-4 . Appendix B Container Inspection Form . pe

Containér D aivso ” ' SPCC Inspection # FYINSP-_Q 182
&y 3

Ma)dmum capacity (gal) u»}o,}lz h& N - Contalner height (ft) ﬁg M :

Contalner dlameter (ft) 33 oF Year Bult - | 47§ .

w1

Nominal capaclty (gal) . - -
AT
e

Current Status [] Active [J, Standby [0 Outofservice [J Closed

Material(s) Stored in Contajner N

a, Crude oil asoline - *‘LD; Diesel [ Fuel ol O Jetfuet [J Vegetable olVanimalfats grease

Other _: ) —

Wr Type ’
ortical Cyllndﬂcal O Extemal Floating Roof O Geodesic Dome

a Fixed Roof (Vented) ntemal Floating Roof O Spheroid

[ Coned Roof — (Vented) l:] Hemlspheroid (Noded) [0 Horizontal Cylindrical

O Coned Roof — (Not Vented) I:I Hemlspheriod (Not Noded) Other

Contajner Material

Dﬁ‘:le Wall Steel O Not Painted [ Wooden

[0 Double Wall Steel a Flbérglass Reinforced Plastic Other:

ainted. a COmposlite (stee! with fiberglass)
Contalner Construction ~ []'Weélded]| [1'Riveted [ Boted [ Shop Fabricated  []-Field Erected
Container Cathodic Protection 0 None [Sacrificial Anode(s) O impressed Current

Inspect contalner Includlng the 'base for, leaks; specifically looking for:

Drips, weeps, & stalns Dlscol?ratlon of tank Corrosion
O Check if present and check if 'C] Check'it preselnt and check if O Check if present and check if
It SN ~ ¢
T, ~Acceptable \ [J Acceptable [ Acceptable  [J
;. Or, it Unacceptable [] Or, if Unacceptable [ 1310/”' Unacceptable []
dequate dequate dequate
Comment 0N COMtAINGT INSPBCHON _ _ o e e e e o e e m e e m e —a e e e cccccemcccecoeeceoa
VRSN ¢ .
; "
AR ettt 2ttt
cemacaad e ecee e ceseccecccecccecaceeceeemcemmeeemeeeeeemmeemeeeemmeeeemeememmmeeeaceenmemma~
Vot wa
T "

g}her Foundation Material B/
Earthen Materialx [ ng Wall Concrete (wimpermeable mat) [] Concrete (w/o

impermeable mat ) .,”

O Steel [ Unknown _Other

Inspect container foundation spécﬂlcally lookin_a for

Cracks } A Settling Gaps (between tank and

O Check if present and check if [ Check if present and check if foundation)
. ;Acceptable  [J ' Acceptable [ [0 Check if present and check if

% Dfﬁ,ﬂUnaooepgable O Or, it Unacceptable [ O
Adequate | Adequate

. ptable
W Os¢1f Unacceptable [
» Adequate

-3
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-----------------------------------------------------------------------------------------------

Contgper Piping Construction

B/Aboveground Merground O steel (bare) [0 Steel (painted) [J Steel (gaivanized)
O Double walled O Copper [ Fiberglass reinforced plastic O Unknown

Other

inspect pipes/valves, specifically looking for

Leaks at joints, seams, valves Discoloration Corrosion

O Check if present and if

(O Check if present and if

[ Check if present and if

Acceptable [J Acceptable [ Acceptable [
D/Ol./lf Unacceptable [J B)r, if Unacceptable [ Or, if Unacceptable []
Adequate Adequate [3-Adsquate
Bowing of pipe Pooling of stored material
[J Check if present and if O Check if present and if
Acceptable [ Acceptable O
Or, if Unacceptable [] Or, if Unacceptable ]
mmte [ Adequate
CommMEnt 0N PIPING/VAIVE INSPOCION _ o e e e e e e e e e e e e e e cem—aaaas
Secondary Contalnment Types
Ikes/berms/retaining walls [0 Curbing [ Culverts and/or gutters [ spil diversion

ponds
O Sorbent Matenals O Weirs and/or booms

Other - Loc

[ Retention Ponds

Secondary Contalnment Checklist

O Capacity does not appear to be adequate?

[J Not sufficiently impervious to stored material?

O standing water within dike or berm?

[ Erosion or corrosion of dike or berm?
Location

Béamage mechanism manually operated?
O Presence of stored matenal within dike or berm?

O Debns/vegetation within or on the dike or berm area?

Comment on containment INSPeCtION. _ _ _ .o e ccceccmccccecececmcmceccececemm—ccesenn=

-----------------------------------------------------------------------------------------------
-----------------------------------------------------------------------------------------------

-----------------------------------------------------------------------------------------------
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Not Applicable
SPCC CONTINGENCY PLAN REVIEW CHECKLIST

Appendix C 40 CFR Part 109-Criteria for State, Local and Regional Oil
Removal Contingency Plans

If a facility makes an impracticability determination for secondary containment in accordance with §112 7(d) it is required to
provide an oil spill contingency plan following 40 CFR part 109 Iltems below must be addressed in the Plan and implemented

at the facility

SPCC Inspection # FY INSP-090182

109 5-Development and implementation criteria for State local and regional oil removal contingency
plans

=
o

Yes

(a) Definition of the authonties responsibilities and duties of all persons organizations or agencies which are to
be involved in planning or directing oil removal operations

(b) Establishment of notification procedures for the purpose of early detection and timely notification of an o1l
discharge Including

(1) The identification of critical water use areas to facilitate the reporting of and response to ol discharges

(2) A current list of names telephone numbers and addresses of the responsible persons (with altemates)
and organizations to be notified when an oil discharge is discovered

(3) Provisions for access to a reliable communications system for timely notfication of an ol discharge and
the capability of interconnection with the communications systems established under related oil removal
contingency plans particularly State and National plans (e g NCP)

O(0;0i(0o|ad
oO{0|j0o;o0o|0

(4) An established prearranged procedure for requesting assistance during a major disaster or when the
situation exceeds the response capability of the State local or regional authonty

(c) Provisions to assure that full resource capability is known and can be committed during an oil discharge
situation including

(1) The identification and inventory of applicable equipment matenals and supplies which are available
locally and regionally

(2) An estimate of the equipment matenals and supplies which would be required to remove the maximum
oil discharge to be anticipated

(3) Development of agreements and arrangements in advance of an oil discharge for the acquisition of
equipment materials and supplies to be used in responding to such a discharge

(d) Provisions for well defined and specific actions to be taken after discovery and notification of an ol discharge
including

(1) Specification of an oll discharge response operating team consisting of trained prepared and available
operating personnel

(2) Pre designation of a properly qualified ol discharge response coordinator who is charged with the
responsibility and delegated commensurate authority for directing and coordinating response operations
and who knows how to request assistance from Federal authonties operating under existing national
and reglonal contingency plans

O0((o0o;0|0|10;0|0
000|040 |0Oo|(0o|0o

(3) A preplanned location for an oil discharge response operations center and a reliable communications
system for directing the coordinated overall response operations

(4) Provisions for varying degrees of response effort depending on the severity of the oil discharge

(5) Specification of the order of pnonty 1n which the vanous water uses are to be protected where more than
one water use may be adversely affected as a resuit of an ail discharge and where response operations
may not be adequate to protect all uses

(e) Specific and well defined procedures to facilitate recovery of damages and enforcement measures as
provided for by State and local statutes and ordinances
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Not Applicable
Environmental Equivalence (EE) Checklist
Appendix D Environmental Equivalence Requirements

Complete this Appendix only if the facility has declared “environmental equivalence measures as described in §
112 7(a)(2) Facility owners and operators have the flexibility to deviate from specific rule provisions if the Plan
states the reason for nonconformance and If equivalent environmental protection is provided by some other
means of SPCC EE declarations must be certified by a PE For EE declarations see portions of checklist

referenced earlier

SPCC Citation SPCC Inspection # FY INSP 090182

Is there written documentation validating/explaining rational for non conformance with the SPCC

requirements? Oves Owno
Is there written documentation outlining/detailing how the alternative method achieves Oves O n
environmental equivalence? and, . °
Is the alternative method

Technically feasible? Oves Ono
Logistically sound? Oves Ono
Practicable? Oves Ono

Name of Professional Engineer

License Number State
Other PE certification requirements
Did a PE certify a portion of a qualified facility’s self certified Pian? [J ves [ no

Description of environmental equivalence

Inspector Comment

Use additional Appendix D forms for multiple Environmental Equivalent declarations
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